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to these three arcas and would be clearly marked for emcrpgoney
use by the occupants, Seeurity Staff and guard force. If a hand
operated valve is installed, s tomper alarm will also ba connected
to anmunciate in the Security Duty Office

3. The Comparator facility (room 15453 or 13403) appears
from the information available to be too delicate to devise the
installation of any known extinguighing system therefore, no recom-
mendation is made., However, since the area concerned is so
emall and containg two cutrances at ground elevation, it is the
opinion of the Safety Officer that the windowless building code re-
quirements can be waived., Considering the monetary and operational
value of this facility, it is suggested that more definite information
ba obtainsd from the manufacturer to determine if some form of
extinguishing syetern can be utilized for firé protection of the eguip-
ment,
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